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Purpose of Volume 3B

The purpose of Volume 3B – Project Drawings is provide conceptual drawings of the Recycled Water 
Project – Sharon Heights – Design-Build (DB) Services. The DB Entity is responsible for providing the 
final design drawings for the Project (sealed and signed by California professionally licensed engineers) 
in accordance with Volume 3A - Project Element Narratives. Where applicable, proposed modification to 
any of the technical approaches and design/performance criteria shall be addressed in accordance with 
Volume 1 (Request for Proposals), and shall only be allowed if approved in writing by the District.

Conceptual drawings relating to Element 1 (Influent PS) presented in Volume 3B herein is intended to be 
relatively prescriptive to provide the District with a pump station that is largely similar to the District’s 
existing wastewater pump stations already in operation. Consequently, the conceptual drawings have 
been prepared in accordance with District pump station design standards. The DB Entity shall prepare 
final pump station design drawings, but not significantly deviate from the concept drawings.

Conceptual drawings relating to Element 2 (Force Mains and Gravity Sewers) are intended to show the 
pipeline corridor that defines where the open-cut pipeline can be constructed. The plan and profile 
drawings provide known locations of existing utilities; the DB Entity is responsible for locating (i.e. 
potholing) these utilities to confirm their locations and depth. The final design of the pipeline alignments 
shall be in accordance with Volume 3A – Project Narratives.

Conceptual drawings relating to the RWTP is intended to provide the DB Entity with background 
information of the work area, such as known existing utilities and work area limits. The DB Entity is 
responsible for confirming the locations of all existing utilities in the work area. The RWTP facilities 
shown in the conceptual drawings are intended to provide a feasible layout that adheres to all of the 
technical and performance requirements and site restrictions of the RWTP, as detailed in Volume 3A – 
Project Narratives. The final design of the RWTP is not restricted to the layout shown in the conceptual 
drawings. The DB Entity is permitted to produce an original design that meets the requirements of 
Volume 3A.
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